In this study, energy and exergy analyses have been investigated numerically for unsteady cross-flow over heated circular cylinders. Numerous simulations were conducted varying the number of inline tubes, inlet velocity, dimensionless pitch ratios and Reynolds number. Heat leakage into the domain is modeled as a source term. Numerical results compare favorably to published data in terms of Nusselt number and pressure drop. It was found that the energy efficiency varies between 72% and 98% for all cases, and viscous dissipation has a very low effect on the energy efficiency for low Reynolds number cases. The exergy efficiency ranges from 40-64%, and the entropy generation due to heat transfer was found to have a significant effect on exergy efficiency. The results suggest that exergy efficiency can be maximized by choosing specific pitch ratios for various Reynolds numbers. The results could be useful in designing more efficient heat recovery systems, especially for low temperature applications.
Introduction
External forced convection around circular cylinders has a great number of applications in heat exchangers, for space heating, power generators, condensers, electrical equipment and many other thermal applications. In order to determine the thermodynamic efficiency of a heat-transfer process, both energy and exergy analyses should be examined. It is a widely-known fact that entropy generation has a considerable influence on the exergy destruction of a system and can occur as a result of heat transfer (temperature gradients) and/or fluid friction (viscous dissipation). High entropy generation will result in a less exergetically-efficient system; therefore, it has been a significant subject matter to explore the parameters that reduce entropy generation and irreversibility.
Fowler and Bejan [1] investigated a correlation to determine the optimal size of bodies with specified external forced convection heat transfer to obtain minimum entropy generation. They have studied three different objects: cylinders, spheres in cross-flow and flat plates in parallel flow. They reported that the optimal size increases gradually with the heat transfer duty parameter. Korukcu [2] had made some numerical analysis to investigate the energy and exergy characteristics of laminar steady flow across a square cylinder. Hence, the flows with low Reynolds numbers were determined to be more sensible to heat transfer and temperature drop in the earlier sections of the upstream region. Moreover, the most remarkable frictional entropy generation values in the upstream region were attained at the inlet section of the throat. Melhem et al. [3] analytically obtained the effect of blockage, Reynolds number and Prandtl numbers on the entropy generation due to laminar flow and heat transfer for a cross-flow over a cylinder confined between parallel plates. The authors found that while the entropy generation increased with increasing Reynolds and Prandtl number, it decreased as the blockage ratio decreased. Another numerical investigation studied by Hijleh [4] examined entropy generation due to laminar mixed heat convection from an isothermal heated cylinder in an air cross-flow. The author examined the effect of Reynolds number, buoyancy parameter and cylinder diameter on entropy generation. They summarized that there was a considerable increase in entropy generation due to mixed convection over pure forced convection, especially at small cylinder parameters. Poulikakos and Johnson [5] have also studied second law analysis of combined heat and mass transfer phenomena in external flow for a flat plate and a cylinder, and they obtained an expression for the entropy generation for combined convective heat and mass transfer in external flows. The expression found accounts for three types of irreversibilities: heat transfer across finite temperature difference, mass transfer across finite difference in chemical potential and in flow friction.
Besides the circular cylinder, there are other studies devoted to different geometries, such as elliptic or squares. Ibrahim and Moawed [6] conducted an experimental investigation to compare the heat transfer and entropy generation for elliptic tubes with and without a fin. They also placed the fins on a different location on the elliptic tubes and obtained optimum fin positions. The authors found that the irreversibility ratio without a fin was greater than that of with a fin. Khan et al. [7] have analytically optimized the tube bank design regarding the dimensionless pitch ratio, velocity, tube diameters and heat load. The authors obtained a general dimensionless expression for the entropy generation rate for a control volume around a tube bank. They presented that for lower approach velocities, a staggered arrangement gave better performance, while in-line arrangement performed better for higher inlet velocities. Moreover, they claimed that compact tube banks gave better performance for both inline and staggered tubes and for smaller tube diameters. Gharbi et al. [8] conducted a numerical study to compare the performance of heat exchangers of different tube geometries: circular, ellipsoidal and wing-shaped. They used entropy generation as a criterion to find the best tube arrangement. The authors obtained heat transfer correlations for each different tube geometry between 5 × 10 3 < Re < 2.4 × 10 4 . They presented that for all flow conditions, there was no best geometric shape; however, when Re > 1.5 × 10 4 , the circular tube geometry gave the worst performance, and for Re > 2.3 × 10 4 , the elliptic shape gave the best performance. Khan et al. [9] compared the overall thermal/fluid performance of different geometries, which were circular, elliptic, square and rectangular. In this study, the authors obtained a dimensionless entropy generation rate for each geometry, which depended on Reynolds number, perimeter, the axis ratio for the elliptical pin fin and the aspect ratio. They reported that the worst performance was found for the square geometry from the point of view of total heat transfer rate, drag force and entropy generation rate. Furthermore, the circular geometry gave the best performance for lower Reynolds numbers, smaller perimeters and larger aspect ratios. The rectangular plate fin performed best for higher Reynolds numbers, smaller aspect ratios and larger perimeters.
In the fuel combustion or chemical reaction process, there is always waste heat, and mostly, this heat is dumped into the environment. However, this waste heat can be reused for economic and environmental purposes. Boilers, furnaces, heaters, kilns and internal combustion produce a large quantity of hot flue gas that can be recovered. It is a widely known fact that waste heat from those sources cannot be fully recovered. In order to increase the efficiency of the waste heat recovery systems, a large amount of studies have been carried out. Cuce and Riffat [10] conducted a comprehensive review of heat recovery systems on building applications. Here, different types of heat recovery systems were illustrated, and it was claimed that heat pipe, fixed plate, run-around and rotary wheel heat recovery systems attained the highest efficiencies. An experimental study was carried out by Velraj et al. [11] to investigate heat recovery from diesel engine exhaust gas. The authors designed and fabricated a finned shell and tube heat exchanger and a PCM-based thermal energy storage tank and integrated these equipment into a diesel engine. It was found that although 30% of the heat of combustion was carried away from internal combustion engines, 10-15% of the fuel power could be stored as heat in the combined storage system. Another experimental investigation was performed by Bari and Hossain [12] . The authors recovered waste heat from a diesel engine using two heat exchangers in a Rankine cycle. They optimized the design of the heat exchangers to improve the overall performance of the heat recovery system. It was claimed that 23.7% power could be improved using water as a working fluid. A theoretical thermal efficiency model was proposed by Ling et al. [13] to investigate the impact of working fluid properties on the thermal efficiency in an organic Rankine cycle. The authors summarized that working fluid had little impact on the optimal operation condition, and the selection of the fluid mainly depended on the heat source heat temperature. They also conducted exergy analysis, and it was found that the evaporator resulted in major exergy destruction. Mohammadi et al. [14] conducted a study to find the best heat recovery system for a cement plant examining energy and exergy analyses. The authors compared a dual pressure Rankine cycle, a simple dual pressure Organic Rankine cycle (ORC), a regenerative dual pressure organic Rankine cycle for high temperatures and a simple ORC and transcritical carbon dioxide cycle for low temperatures. It was claimed that regenerative ORC cycle and ORC gave the best performances for high and low temperatures, respectively. Maatouk and Slim [15] compared the Vapor Compression Refrigeration Cycle (VCRC) and Liquid Desiccant Cooling System (LDCS) for waste heat recovery. Energy and exergy analyses were performed to compare their performances. Here, there was an increase in the overall exergy efficiency when the flue gas inlet temperature increased and exit temperature decreased for VCRC systems. Similarly, global exergy efficiency increased with increasing exhaust gas temperature for LDCS systems. Blanco et al. [16] conducted a study to determine the energy and exergy of waste heat in the industry of the Basque country. They concentrated 10 industrial sectors, such as the integral iron sector, cement and chemical industries, in Basque, and classified them according to their type into gases, liquid effluents and solid products' stream, as well as the temperature levels. The authors claimed that 40% of the total consumption of energy was wasted and not recovered.
In the literature, there have been many correlations for heat transfer and pressure drop over tube bundles; however, Zukauskas's [17] correlation for the Nusselt number and pressure drop is among the most widely-used correlations. Zukauskas and Ulinskas [18] performed experiments and proposed correlations for the average Nusselt number and pressure drop for cross-flow over tube banks with a range of 0 < Re < 2 × 10 6 and 0.7 < Pr < 500 for in-line and staggered banks of circular tubes. Khan et al. [19] performed an analytical study to investigate heat transfer from a bundle of circular tube banks in cross-flow for an in-line and staggered arrangement under isothermal boundary conditions. The authors obtained a heat transfer coefficient parameter and suggested a Nusselt number correlation that depended on the longitudinal pitch, transverse pitch, Reynolds and Prandtl number. They claimed that this model was applicable for a wide range of parameters over a bundle of tube banks in staggered or in-line arrangements.
In this study, energy and exergy analyses of tube banks will be investigated using a commercial CFD software, ANSYS Fluent 18.2 [20] . To validate the model, the results are compared to the Zukauskas correlation regarding both Nusselt number and pressure drop. Heat transfer characteristics, entropy generation, viscous dissipation, pressure drop, velocity and temperature distributions are investigated for Reynolds numbers from 500-30,000. The dimensionless pitch ratio of the domain is also varied, and the parameters discussed above are examined. The purpose here is to determine optimal first and second law efficiencies for low-temperature heat recovery using banks of cylindrical tubes, especially for low temperature heat recovery.
Mathematical Model

Governing Equations
In order to investigate fluid flow and heat transfer problems, some governing equations must be solved numerically. The equations for the given problem are continuity, momentum and energy equations, which are presented from Equations (1)- (5) with the assumptions made below:
• Flow is two-dimensional and transient; • Inlet velocity of the fluid is uniform; • Thermo-physical properties of the fluid are constant;
• Radiation heat transfer effects are negligible.
Air is used as a fluid for this analysis, as it is quite common as a heat transfer fluid, whose thermophysical properties are taken at a constant temperature corresponding to the mean inlet and outlet temperature of 393 K; see Table 1 . The continuity equation (mass conservation), Navier-Stokes equations (momentum conservation) and energy equations are shown in Equations (1)- (4).
∂u ∂x
where α = k/C p is the thermal diffusivity and Φ is the viscous dissipation, defined as the heat generation due to shear stress in the fluid: 
Thermodynamics Analysis
The thermodynamic analyses will involve energy (first law) and exergy (second law) efficiencies, which are discussed in detail in the following sections, especially with regards to numerical quantities recorded or observed in the simulations.
Energy Analysis
To begin with, we present the steady-state energy balance for the control mass, assuming negligible kinetic and gravitational effects, as well as negligible control volume work, as follows:
Here,Q represents the heat transfer rate between the control volume and its surroundings. In this system, there are two heat transfer sources: the first one is due to convection over the cylinders, and the second one is due to heat leakage:
whereV and P represent the volumetric flow rate and average thermodynamic pressure, respectively. As is seen from Equation (7), the balance of energy depends on the mass flow rate of heat transfer fluid in the simulation, specific heat, the average temperature and pressure difference between outlets.
There is also a dependence on heat leakage, which has been artificially introduced to account for heat leakage from the ambient surroundings into the domain. The leakage,Q l , is applied as follows:
where U, A and ∆T l denote the overall heat transfer coefficient, surface area and temperature difference, calculated as follows:
Finally, the energy efficiency can be defined as the ratio of desired energy extracted from the fluid to the total energy required by the flow. It is written as follows:
Exergy Analysis
The exergy efficiency can be calculated using Equations (11)- (22). The exergy balance equation is similar to the energy equation, but includes a term for exergy destruction due to the irreversibility of the system,
The first term of Equation (11) represents the exergy gained due to heat transfer and has two sources, as for the energy balance.Ξ
Here, T o , T w and T d are the surrounding temperature of the domain, tube surface temperature (assumed constant) and average bulk temperature, respectively. The flow exergy difference between the inlet and outlet is determined as follows and can be calculated by monitoring the temperature difference at the inlet and outlet.
To evaluate the exergy destruction, Equation (16), an entropy balance is required, Equations (16) and (17)
For the given problem, there are three different sources of entropy generation: viscous dissipation, heat transfer to the cylinder and heat transfer to the environment due to heat leakage. These are evaluated in Equations (18) 
Here,Q w ,Q l represent the total heat transfer from the fluid to tubes and heat leakage from the system to the environment, respectively.
In order to calculate entropy generation due to viscous dissipation, the average pressure drop and domain temperature are monitored. With the above terms readily calculated in Fluent, it is then possible to evaluate the exergy efficiency of the system. Figure 1 demonstrates the typical geometry of the given two-dimensional problem. Considered herein, there are 12 different geometries, four different dimensionless pitch ratios and three different numbers of inline tubes. The longitudinal and transverse pitch ratios are defined as the ratios of the distances of two adjacent tube centerlines to tube diameter in the flow direction and perpendicular to the flow direction, respectively. The pitch ratios are assumed equal for each different geometry and are varied from 1.3-3.0. In order to reduce the effects of outlet location on solution parameters, the inlet and outlet of the domain have been extended three-times and six-times the tube diameters before the first row and after the last row, respectively. The diameter of the inline tubes was set to 15 mm for each geometry, consistent with widely-available tubing used in various applications. A non-slip boundary condition was applied to the tubes with a constant surface temperature of 350 K, typical for low-heat recovery applications for boiler feed water heating or other processes. A uniform velocity boundary condition has been applied to the inlet, and the velocity at the inlet is calculated to correspond to various Reynolds numbers and pitch ratios using Equations (23) and (24) . The inlet temperature T in is set to 400 K for each simulation, corresponding to a low temperature heat source, for example waste heat from industrial processes. For the top and bottom walls (see Figure 1) , a symmetry condition is used, effectively making the normal velocity component zero at the symmetry plane [21] . A pressure-outlet boundary condition is applied for the outlet of the computational domain with a value of zero gauge pressure. To apply an artificial heat leakage to the system, an energy source term is applied and the sources calculated using Equation (8) for an average value of overall heat transfer coefficient 50 W/m 2 K for each different geometry.
Geometry, Mesh Generation and Boundary Conditions
Geometry Formation and Boundary Conditions
To set the inlet velocity in the tube banks, flow characteristics are determined by the maximum velocity that is seen between the tubes. Hence, the Reynolds number is calculated using a maximum velocity U max .
A mathematical model of the domain and boundary conditions can be seen in Figure 1 . 
Mesh Generation and Grid Independence Study
ANSYS Fluent 18.2 is used to create domains and generate meshes. A quadrilateral mesh type has been used for this geometry with an increased density close to the surface of the cylinders. Figure 2 shows the mesh for an eight-cylinder simulation, and a more detailed view of one such cylinder is shown in Figure 3 . In order to ensure that the grid configuration is adequate, a mesh independence study was performed for a pitch ratio of 1.6. The highest Reynolds number, 30,000, was chosen for grid independence, and the cell number count was increased until no further change in Nusselt number was observed; see Figure 4a . From the analysis of Figure 4a , it is evident that a mesh count of around 65,000 is adequate for simulation purposes. 
Time Independence Study and Solver Settings
To find an adequate time step size, a time independence study is conducted for the same geometry as above. Simulation are run for 10 seconds (simulated time), and the time step size is varied for each simulation. Figure 4b shows the results of this study and indicates that a time step size of 0.01 s (corresponding to 1000 total time steps) is adequate for this study. The authors note that, in all cases, the Nusselt number becomes constant well before data are recorded for thermodynamics and heat transfer calculations. For example, Figure 4b shows Nusselt number variation in time for a pitch ratio of 1.6 and a Reynolds number of 30,000, clearly showing a steady-state result, albeit with an unsteady solver. Time step independence is further demonstrated by looking at temperature contours for different time step sizes, as seen in Figure 5 . It is obvious here that, while there are considerable differences between the 0.05-s and 0.001-s cases, the contours are virtually identical for the 0.01-s and 0.005-s cases. This indicates that the time step size chosen for this study is sufficiently small. Once the geometry is created and meshed appropriately, ANSYS Fluent 18.2 is used to solve the problem in question. Each simulation is run in a transient fashion, and the k-RNG turbulence model is utilized, as is customary in similar studies [22] [23] [24] [25] , due to more reliable results for cross-flow problems, including swirl, separation and recirculation of the fluid. The pressure-corrector, the SIMPLEC (Semi-Implicit Method for Pressure Linked Equations-Consistent) algorithm, is used, with a convergence criterion of 1 × 10 −6 for the continuity, momentum and energy equations. A second order upwind scheme was used to discretize the convective terms in the energy and momentum equations, and the second order implicit method was used to discretize the time derivative.
Results and Discussions
Validation
In order to validate the numerical results, the Nusselt number and pressure drop were used as parameters to compare. As is shown in Equations (25) and (26), the Nusselt number can be calculated using built-in functions in the software. Among several Nusselt number correlations, the popular Zukauskas [17] correlation was used; see Table 2 . The Reynolds number was then varied for each pitch ratio, and the resulting Nusselt number calculations are shown in Figure 6 alongside the Zukauskas correlation. In many cases, the results were quite close, and the difference between numerical and published values was less than 20% in all cases, except a few. As can be seen from Figure 6a , the difference between the numerical and published values for this case was about 23%. The pitch ratio of 1.3 was very small, and such a low pitch ratio acted to push boundary layers out to a less resolved portion of the mesh, decreasing accuracy somewhat. This was the worst data point in terms validation; on average, experimental and numerical data agreed to within 10%. Nu =Q w D ∆T ln k (25)
Since viscous dissipation (i.e., pressure drop) is an important factor in thermodynamic analysis, we validated the results comparing the pressure losses between the inlet and the exit of the tube array. Equation (27) indicates an analytical relation for pressure drop in tube banks. In this equation, f and χ represent the friction factor and the correction factor, respectively. These values can be obtained from a graph provided by Zukauskas and Ulinskas [18] . Moreover, the maximum velocity of the air, which takes place between the tubes, was used corresponding to the Reynolds number. After calculating the pressure drop using Equation (27) , the results were compared with the ones obtained using Fluent. In Fluent, the area-weighted-average values of the pressure were recorded at the inlet and outlet of the tube bank. Figure 7 indicates the comparison of the numerical and analytical result of the pressure drop. It can be seen from the graph that the difference between the numerical and published values was less than 20% for most cases, except a few. Although a high Reynolds number, 30,000, was used in this study, the highest difference between the published value was no more than 24% for this Reynolds number. Therefore, it can be said that there was a good agreement between the published values for Nusselt number, as well as pressure drop. Lastly, it should be noted that, although all cases compared very favorably with the reference data, only the eight-cylinder case had been discussed here for validation purposes, as it had by far the worst agreement among all cases considered.
Thermodynamics Results
Energy Analysis
Thermodynamics analyses were investigated using Equations (6)- (22) . The primary purpose here was to investigate how energy and exergy efficiencies change with respect to the Reynolds number, pitch ratio and number of tubes. Energy efficiency, one of the most important parameters to assess the performance of a system [26] , depends on the heat transfer to the cylinders, viscous dissipation and heat leakage from the system to the environment.
The energy efficiencies, as calculated in this study, ranged from 72.17-98.27%. The lowest energy efficiency was obtained for a domain that had three in-line cylinders, a pitch ratio of 3.0 and a Reynolds number of 30,000. The highest occurred with eight cylinders, a pitch ratio of 1.3 and a Reynolds number of 5000. Figure 8a -c compare the energy efficiencies in terms of pitch ratio and Reynolds numbers for eight, four and three in-line tubes, respectively. As can be seen from the figures, all three graphs had similar trends. Whereas the highest energy efficiencies were obtained with Re = 5000 for some cases, the differences in the efficiency values were relatively close when comparing Re = 5000 and Re = 10,000. The main reason for this is explained by looking at Table 3 . It is also noted that viscous dissipation had a considerable effect on the energy efficiency for high Reynolds number cases, for instance the proportion of it was more than 19% for the pitch ratio of 3.0 and Re = 30,000. This is not surprising since viscous dissipation depends on volumetric flow rate and average pressure difference, both of which are increased with higher Re. Figure 8d -f show the energy efficiency according to four different Reynolds numbers, four different pitch ratios and three different inline tube numbers. Viewing these graphs and comparing again to Table 3, the energy efficiencies decreased with increasing pitch ratios since both heat leakage and viscous dissipation were high for these cases. It is also interesting that, although the pressure difference was higher for small pitch ratio cases, there was less viscous dissipation due to a lower volumetric flow rate. Exergy efficiency calculations were also performed according to Equation (22) . The exergy efficiencies in this study ranged from 40-64%, generally much lower than the corresponding energy efficiencies. This disparity was a direct result of exergy destruction, which arose due to irreversibilities in real processes [26] and calculated according to Equations (16)- (21) . In most cases, entropy generation due to viscous dissipation was not significant; however, it was a crucial parameter for those systems, especially for high Reynolds numbers. Table 4 shows the ratio of the entropy generation due to viscous dissipation to the total entropy generation. It is evident here that the ratio increased with increasing Reynolds number. It is surprising that, even though the pressure difference was lower for three in-line tubes, the entropy generation ratio due to viscous dissipation was the highest because of the low heat transfer effect in total entropy generation. Increasing the number of cylinders in a domain resulted in more convective heat transfer, leading to higher entropy generation; however, the viscous dissipation effect on the total entropy generation decreased with increasing number of cylinders. Figure 9a -c compare the exergy efficiencies of different tube banks in terms of pitch ratios, number of in-line cylinders and Reynolds numbers. Recall that several of the highest energy efficiencies were obtained at 5000 Reynolds numbers cases; here, they are also generally found at the same Re = 5000. It should be noted that exergy efficiency differences between the lowest and highest were very high compared with the energy analysis; hence, it can be said that viscous dissipation played a key role in exergy efficiency especially for high Reynolds numbers. Surprisingly, the lowest pitch ratios attained the highest exergy efficiencies, due to the high effect of heat leakage and destructed exergy on the efficiency calculation.
Analyzing heat leakage effects into the system, it is apparent that increasing the dimensionless pitch ratio caused an increase in heat leakage that led to more entropy generation and, hence, lower exergy efficiency. Figure 9d -f show the exergy efficiencies for eight, four and three in-line tubes according to the pitch ratio for different Reynolds numbers, respectively. As mentioned above, the effect of viscous dissipation was more obvious for high Reynolds numbers. At Re = 30,000, the exergy efficiency was almost half that for the other three Reynolds numbers. Heat leakage effects in exergy analysis became more severe than with energy, especially comparing Reynolds numbers of 5000 and 10,000. While the energy efficiencies were very close for these two Reynolds numbers, exergy efficiency differences were much greater due to the heat leakage effect. Lastly, there was an inverse ratio between the exergy efficiency and dimensionless pitch ratio, as it was in energy efficiency. The reason for this was due to the increase in volumetric flow rate; here, flow rate and associated dissipation carried a higher weight than in the energy analysis, more so than the pressure differential.
Exergy analysis was more useful than energy for evaluating the thermal efficiency of heat transfer problems since it measured the locations, types and magnitudes of waste and losses. Furthermore, exergy analysis represented how close a system was to the ideal. Many researchers have shown that exergy analysis gives a better understanding of the thermodynamic efficiency of a system due to the fact that the while first law of thermodynamics does not depend on the reference environment, the second law is a property of both the reference environment and a system. Furthermore, second law analysis provides meaningful information on the degradation of energy or resources during a process. Lastly, exergy is a measure of quality, as well as quantity. Kanoglu et al. [27] claimed that exergy analysis is based on the combination of the first and second law of thermodynamics. It is also obvious from the results that while the highest energy efficiency was found to be 98%, which is not highly realistic, exergy efficiency was found to be 64% due to exergy destruction for the same case. 
Conclusions
In this study, both numerical and thermodynamics analyses of in-line tube banks were investigated. ANSYS Fluent 18.2 was used to create the geometry and solve the transient computational problem. Air was selected as the heat transfer fluid with an inlet temperature of 400 K, corresponding to typical low-temperature waste heat temperatures, and several simulations were conducted varying the Reynolds number, pitch ratio and number of cylinders. The Reynolds numbers varied between 500 and 30,000, the pitch ratio between 1.3-3.0 and the number of tubes between 3 and 8. Most simulations completed in 1.5-2 h of real time, and 48 simulations were run in total. In order to validate the results, Nusselt number values were compared to experimental data with good agreement. Grid independence and time-step independence studies were conducted in order to ensure the validity of the model. The model, while transient in nature, produced steady results, and steady-state thermodynamic calculations were performed using time-averaged values only after steady results were realized.
The main findings of this study can be summarized as follows:
• Although some other studies [28] indicated energy efficiencies over 99%, the values from this study varied from 72-98.3%. This is mainly due to the artificial introduction of heat leakage and the consideration of viscous dissipation. The highest energy efficiencies were obtained at a Reynolds number of 5000 for each case because the effect of viscous dissipation did not have a considerable effect on the total energy efficiency for low Reynolds numbers. Energy efficiencies were also compared for different pitch ratios at the same Reynolds numbers, and it was found that energy efficiency decreased with increasing pitch ratios. Moreover, increasing the number of inline tubes increased the energy efficiency because of high convective heat transfer.
• Exergy efficiencies, on the other hand, ranged from 40-64%. They were lower than the corresponding energy efficiencies because of exergy destruction and heat leakage. The highest effect of entropy generation due to viscous dissipation was found with three cylinders due to the fact that the viscous effect was higher than the heat transfer effect on the total entropy generation. Furthermore, the highest exergy efficiency was obtained at a Reynolds number of 5000. Although the energy efficiency and exergy efficiency trends were very similar, the difference between the highest and lowest efficiencies was considerably higher in the exergy case. Therefore, it can be said that viscous dissipation has more effect on exergy efficiency than energy efficiency.
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